Schulzentrum Bielstein
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Bewirtschaftung Einheit Modal| Ziel
VERBRAUCHE
Strom mwha | 462 | 470 | 502 | 543 | 506 | 421 | 360 | 385 | 362 | 350 | 393 | 398 | 383 | 395 | 394 | 355 | 202 | 139 | 154 | 210 | 226 | 128 | 132 | 90
Hei i inigt) Mwha | 3446 | 3177 | 3254 | 3528 | 3654 | 3199 | 2937 | 3151 | 3060 | 3499 | 3487 | 3563 | 2759 | 2721 | 3331 | 3120 | 3328 | 3151 [ 3271 | 2794 | 3005 | 3150 | 2537 | 2599
Wasser wia | 6323 | 7321 | 6761 | 7127 | 7576 | 7118 | 8294 | 9149 | 11021 | 6456 | 6187 | 6016 | 6644 | 6460 | 6563 [ 5505 | 6173 | 6138 | 5724 | 5076 | 5672 | 5417 | 1494 | 1198
BHKW i 24.08.2011
Gasverbrauch (unbereinigt) MWh/a 185 939 | 867 644 533 [ 1042 | 685 819
70% fiir Heizung| mMwha 130 | 657 | 607 | 451 | 373 | 720 | 480 | 573
30% fiir Strom | mwhia 56 | 282 | 260 | 193 | 160 | 313 | 206 | 246
Stromproduktion MWhia 106 | 266 | 236 | 170 | 145 | 261 | 176 | 220
Eigenverbrauch| mwhia 9 | 256 | 226 | 160 | 135 | 237 | 155 | 113
inspei MWhia 10 [ 10 [ 10 ] 10 [ 10 [ 24 | 22 [ 107
[ i (41 kWp) i 11/2007 (privat)
inspeisung| Mwha | [ 9 [ 3 [ 3 [ 3 [ 30 [ 3 [ 3 ] 3 [ 3 [ 3 [ 3] 3
KOSTEN
Strom * Tea | 678 | 597 | 591 | 643 | 632 | 405 | 348 | 341 | 375 | 381 | 436 | 475 | 529 | 549 [ 786 | 59.2 | 553 | 332 [ 324 | 444 | 475 | 280 | 281 | 199
Heizung Tea | 749 | 809 | 808 | 808 | 767 | 905 | 1083 | 967 | 1033 | 1333 | 141,1 | 158,7 | 1411 | 163,6 | 1856 | 1658 | 183,0 | 216,6 [ 19,7 | 1457 | 1536 | 1352 | 1072 | 945
Wasser Tea | kA | 326 | 341 | 378 | 367 | 193 | 362 | 417 | 512 | 555 | 37,0 [ 378 | 387 | 431 [ 57,7 | 354 | 347 | 357 [ 329 | 323 | 346 | 331 | 231 | 114
KENNZAHLEN
Wwhea| 25 | 24 | 26 | 28 | 26 | 20 | 17 [ 19 | 17 | 17 | 19 | 19 | 18 | 19 | 19 | 17 [ 19 [ 19 | 18 | 18 [ 17 | 18 | 14 | 10 | 19 | 14
Hei kwhimea| 190 | 163 | 167 | 181 | 187 | 154 | 142 | 152 | 148 | 169 | 168 | 172 | 133 | 131 | 161 | 151 [ 161 | 152 | 158 | 135 | 145 | 152 | 122 | 125 | 111 | 66
Wasserkennzahl watd | 26 | 20 | 26 [ 28 | 20 | 27 [ 30 | 32 | 38 [ 23 | 23 | 23 [ 27 | 20 [ 31 [ 27 [ 32 | 32 [ 27 [ 25 | 30 | 29 8 7
CO,-Emission va | 1056 | 1005 | 1044 | 1131 | 1131 | 975 | 876 | 939 | 903 | 987 | 1016 | 1035 | 855 | 855 | 983 | 911 | 922 | 823 | 855 | 779 | 828 | 822 | 673 | 665
CO,-Gutschrift Einspeisung tla 7 25 26 26 33 31 32 31 33 39 38 82
CO,-Kennzahl \gm'a | 58 | 52 | 54 | 58 | 58 | 47 | 42 | 45 | 44 | 48 | 49 | 50 | 41 | 40 | 46 | 43 | 43 | 38 | 40 | 36 | 38 | 38 | 31 | 28
Strom ema | 37 | 31 [ 30 | 33 | 32 [ 20 | 17 | 16 [ 18 | 18 | 21 [ 23 | 26 [ 27 | 38 | 29 | 27 [ 16 | 16 | 21 | 23 | 14 | 14 [ 10
Heizung ema | 41 | 41 [ 41| 41 | 39 | 44 | 52 | 47 | 50 | 64 | 68 | 7.7 | 68 [ 79 | 90 | 80 | 88 [ 105] 96 | 70 | 74 | 65 | 52 | 46
[Wasser @ma | KA | 17 | 1.7 | 19 | 19 | 09 | 47 | 20 | 25 | 27 | 1,8 | 18 | 19 | 21 | 28 | .7 | 4.7 | 1,7 | 16 | 16 | 17 | 16 | 11 | 06
D i ckwh | 147 | 127 | 118 | 11,8 | 125 | 96 | 97 | 89 | 104 | 109 | 111 | 119 | 138 | 139 | 199 | 167 | 189 | 239 | 21,0 | 212 | 211 | 219 | 212 | 220
Hei D i awn | 22 | 25 | 25 | 23 | 21 | 28 | 37 | 31 | 34 | 38 | 40 | 45 | 51 | 60 | 56 | 53 | 55 | 69 | 61 | 52 | 51 | 43 | 42 | 36
Wasserkosten-Durchschn. e/m | kA | 446 | 504 | 530 | 484 | 2,71 | 436 | 456 | 465 | 860 | 598 | 628 | 582 | 6,67 | 879 | 643 | 562 | 582 | 575 | 6,36 | 6,10 | 6,11 | 1546 | 9,52
BEZUGSDATEN
fliiche me | 18150 | 19506 | 19506 | 19506 | 19506 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713 | 20713
Zahl der Nutzer, ca. Anzahl | 1270 | 1331 | 1343 | 1343 | 1380 | 1373 | 1434 | 1494 | 1507 | 1469 | 1395 | 1356 | 1287 | 1190 | 1110 | 1060 | 1029 | 1014 | 1113 | 1067 | 990 | 988 | 935 | 919
Fléche pro Nutzer wiPers | 14 | 15 | 15 | 15 | 14 | 15 | 14 | 14 | 14 | 14 | 15 | 15 | 16 | 17 | 19 | 20 | 20 | 20 | 19 | 19 | 21 | 21 | 22 | 23
jetra At | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG | HG
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* Stromkosten ab 2001 bis 10/2016 zuziig|. Ct { fur
Feb 17 Stilllegung Hallenbad
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